LEGEND

Duplex outlet, NEMA 5-20P

Double duplex (quad) outlet, two NEMA 5-20P
Scientific equipment Beachon ID number

"Spider" outlet box, Coleman Cable #01980 or equal. Each is fed from a
2P breaker inside the local panel and 50ft of #8 SO cord and plug.

X DO+

Do not use "X" outlets unless capacity analysis is performed first.
NOTE: A new analysis will be required if circuiting of trailers differs from

what is shown.
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